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Boarding to be removed

to expose steelwork. Steelwork to be

subsequently assessed and

repairs undertaken if neccessary.

Repair to timber work

around front entrance doors.

Floor tiles here are

suspected to contain asbestos.

Floor tiles in room 6 and 7

and lobby's have the potential

to contain asbestos.

Once floor tiles have

been tested for asbestos and

subsequently made safe then

remove sections of ceiling

where damp staining is present

and undertake subsequent

repairs.

Joist repairs Lift floorboards Take down damaged ceiling in this

area and undertake repairs

Remove existing skirting and

expose area behind

NO ACCESS

Refer to Drawing

21-418-212

Insulated lime plaster to be

used on internal face of wall.

Existing render is to be replaced as

per Rev B of the Design and Access

and Heritage Statement.

Replace

cracked

coping

Repoint

cracks

Replace stepped corbel

Refurbish and repaint

downpipe and hopper

Sand down fill

and repaint

Repairs to

existing door

and frame

Timber repairs to door.

Sand down and replace left

stile to frame hood

mould.Splice in new timber

and redecorate.

Repairs to

windows sand

down and

redecorate.

Repoint around

glass blocks

Splice repair to timber.

Sand down window and

redecorate.

Sand down window

and redecorate. Allow for minor

timber repair.

Hack out cracks and

fill with sand and cement

render.

Repairs to windows sand

down and redecorate

Timbers repairs,

replace cill

Repoint lead

flashing

Hack off render and

undertake patch repairs

to the render

Repoint

mortar

Hack off render

and undertake

patch repairs

to the render. New

stone to be pieced in

New grille

PLATFORM BUILDING

BOOKING HALL

Repoint lead

1950's EXTENSION

Replace

coping

Replace coping

New

leadwork

Existing render is to

be replaced as per

Rev B of the Design

and Access and

Heritage Statement.
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Existing render is to be replaced

as per Rev A of the Design and

Access and Heritage Statement.
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